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WDID No. 455010427
WDR Order Nos. 2006-0003-DWQ & 2008-0002-EXEC

Narrative

On May 1, 2012 a USEPA contractor inspected the City of San Gabriel (City) Sanitary Sewer
Collection System in San Gabriel, CA. Discharges from the City’s collection system are
regulated by the Sanitary Sewer System Waste Discharge Requirements 2006-0003-DWQ, and
its accompanying Amended Monitoring Plan Order No. 2008-0002-EXEC (hereafter Amended
MRP). The primary on-site representatives were Gerry Lopez (Street Supervisor). Bob Bustos
(Public Works Director) and Daren Grilley (City Engineer) also attended the inspection.

The primary goals of this inspection were to gather necessary information for compliance and
enforcement purposes as stated in the Compliance and Enforcement Plan for the Sanitary
Sewer Overflow Reduction Program posted on the Sanitary Sewer Overflow Reduction Program
website and to evaluate the effectiveness of controls used by the City to prevent discharges as
prohibited by the Clean Water Act (CWA). The inspection encompassed on-site inspections and
subsequent review of pertinent sewer system information, including review of Sewer System
Management Plans (SSMPs); maintenance, operations, and management activities; Sewer Use
Ordinance; financial information; and other areas needed to verify the Discharger's compliance
with all requirements of the SSSWDR, including efforts to eliminate, reduce and/or mitigate
sanitary sewer overflows (SSOs).

The State Water Resources Control Board (State Water Board), Office of Enforcement and
participating Regional Water Quality Control Board (Los Angeles Water Board) are conducting
compliance inspections of sewer collection systems. The inspections are being conducted as
part of the combined Water Boards’ enforcement response to verify compliance with “Waste
Discharge Requirements for Sanitary Sewer Systems,” Water Quality Order No. 2006-0003-
DWQ, and its incorporated amended Monitoring and Reporting Program (hereafter referred to
as SSSWDR (the acronym for the term Sanitary Sewer Systems Waste Discharge
Requirements in Water Board vernacular), and amended MRP).

The collection system is regulated under the SSSWDR (2006-0003-DWQ) and associated
amended MRP (2008-0002-EXEC), which requires all public agencies that own or operate a
sanitary sewer system comprised of more than one mile of pipes that convey wastewater to a
publicly owned treatment facility to apply to the State Water Board for coverage under the
SSSWDR. Applicable public agencies were required to file a Notice of Intent (NOI) for each
individual sanitary sewer collection system owned or operated by the public agency by
November 2, 2006. State Water Board records show that the City of San Gabriel filed an NOI
with the State Water Board to enroll “San Gabriel City — San Gabriel City Collection System,”
which was assigned WDID #4SS010427 by the State Water Board, effective on August 16,
2006.

No prior inspection of the collection system has been conducted by either the State Water
Board, or the Los Angeles Water Board.

System Overview

The City of San Gabriel owns and operates the City of San Gabriel Collection System, a small-
sized sanitary sewer collection system that serves the entire area of the City of San Gabriel, Los
Angeles County (CSD Joint Outfall System — WDID No. 45510459), California. Sewage
conveyed by the collection system is conveyed to the City of Los Angeles and ultimately treated
at the Wittier Narrows Water Reclamation Plant which is owned and operated by the City of Los
Angeles.
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According to the City of San Gabriel’'s “Collection System Questionnaire” required by the
SSSWDR, last updated by the City on November 10, 2011, and confirmed during the inspection,
the collection system serves an estimated population of approximately 43,000, and contains 72
miles of gravity sewers, no force mains (pressurized sewers), and 15,810 sewer service
connections. The City’s collection system has reportedly experienced historic and periodic
SSOs, some of which are violations of the SSSWDR, where untreated or partially treated
sewage reached surface waters, based on information certified by the City in the California
Integrated Water Quality System (CIWQS). This inspection focused on a period of review from
May 1, 2011 through May 1, 2012. During that period, the City reported a total of four Category
2 SSOs. Refer to Attachment 1 (CIWQS Violation Report) for a summary of reported SSOs
during the period of review.

Inspection Timeline

Time Inspection Activity/Task
8:00 AM Introductions and Opening Statements at the Public Works Office
8:30 AM Collection System Overview Discussion

10:30 AM Records Review at the Public Works Office

1:15 PM Operations Center Tour at the Public Works Yards

1:45 PM Field Activity #1 — Fire Station

2:30 PM Field Activity #2 — Ramona Blvd Spill Location at Ramona Cul-de-Sac

3:30 PM Additional Records Review at the Public Works Office

4:30 PM Closing Meeting

5:00 PM Exited the Inspection

Major Findings

SSO History

1. State Water Board Order 2006-0003-DWQ, Part C.2 prohibits any SSO that results in a
discharge of untreated or partially treated wastewater that creates a nuisance as defined in
California Water Code Section 13050(m). Based on a review of the SSO Public Report
generated from the CIWQS online reporting system, on one occasion between May 1, 2011 and
May 1, 2012 untreated wastewater was discharged by the City to a building or structure causing
a nuisance. Three additional discharges were reported but none reached a storm sewer or
surface water. Two of the three additional discharges occurred at the same location (117 W.
Norwood Place) on the same date and appear to be a duplicate report. The primary on-site
representative was unable to clarify the cause of the duplicate report. Refer to Attachment 1 for
the CIWQS Violation Report which gives details of the SSO discharges.

2. State Water Board Order 2006-0003-DWQ, Part D.11 states that the Enrollee shall develop and
implement a written SSMP. The Enrollee has developed a written SSMP which includes
Chapter 9 - Monitoring, Measurement, and Program Modifications. Under that chapter, Section
9.1.c - Compliance Summary (refer to Attachment 2) states that, in reference to the City’s SSO
history, the cause of the problem is determined and the existing preventive maintenance for the
area is reviewed and modified if warranted. According to the primary on-site representative,
there is no program to hold post-SSO briefings with the collections system staff and
management to evaluate the root cause of the SSOs and document service changes necessary
to prevent the reoccurrence of SSOs.
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SSO Reporting & Documentation

1. State Water Board Order 2006-0003-DWQ, Amended MRP, Part C.1 requires that all final

reports be certified by an authorized person as required by Provision J of the Order. Further,
Part C.2 requires the registration of authorized individuals, who may certify reports, will be in
accordance with the CIWQS’ protocols for reporting. Mr. Gerry Lopez, the primary on-site
representative stated that he is currently the City employee responsible for data entry of SSO
information into CIWQS. Mr. Lopez is listed on CIWQS as a data submitter. He also stated that
he uses the login information assigned to Mr. Steven Preston as the Legally Responsible
Official, to certify the reports. Mr. Lopez stated that he was not aware that this was not in
accordance with CIWQS protocols for reporting.

State Water Board Order 2006-0003-DWQ, Amended MRP, Part A.4 requires all SSOs that
meet the criteria for Category 1 SSOs be certified in the Online SSO Database within 15
calendar days of the conclusion of the SSO response and remediation. According to the City’s
Sewer Daily Log, a backup occurred on October 24, 2011 at the Ramona Cul-de-Sac. The field
crew that responded to the call stated that they discovered an overflowing manhole and that the
wastewater had entered a storm drain and was not recovered. The crew speculated that the
blockage was cause by the crew’s cleaning activities upstream of the manhole. The crew had
spent the day cleaning the main sewer line upstream of the manhole and had been pushing
debris downstream to the location were the overflow occurred. The crew stated that Mr. Bustos,
Public Works Director, had responded to the spill following the crew’s arrival. The SSO was not
found in the Online SSO Database. There was no explanation from the primary on-site
representative, Mr. Bustos, or the responding field crew as to why the spill was not reported in
the Online SSO Database. Further, all Category 1 SSOs which reach surface waters or enter a
storm sewer and are not recovered are required by the permit to be reported to the Office of
Emergency Services (OES) within two hours. The October 24, 2011 SSO had not been reported
to the OES.

State Water Board Order 2006-0003-DWQ, Amended MRP, Part A.4 requires that all SSOs that
meet the criteria for Category 1 SSOs be certified in the Online SSO Database within 15
calendar days of the conclusion of the SSO response and remediation. Further, Part A.5
requires that all SSOs that meet the criteria for Category 2 SSOs be reported to the Online SSO
Database within 30 days after the end of the calendar month in which the SSO occurs.
According to the records in the Online SSO Database provided by the State Water Board for the
period of record in CIWQS, eight Category 1 & 2 SSOs occurred in the City and were either
entered into CIWQS and not certified or were entered into CIWQS and certified beyond the
deadline established in the order (refer to Attachment 3). The following table summarized the
SSOs and their corresponding status (i.e., not certified or certified past the deadline).

Status — Not
Location Date of SSO Certification | Certified or | Certification
Spill Event ID Deadline Certified Date
Late

Manhole 570 | 4/9/2007 650873 5/31/2007 Not Certified N/A

500 Block W. | /159007 | 654240 | 7/31/2007 | Not Certified N/A
Valley Blvd.

1033;% ?/5 E. 1/12/2008 | 711718 2/29/2008 Not Certified N/A

Hermosa & 6/4/2008 719007 7/31/2008 Not Certified N/A
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San Marino
DelMar& 1 5 /a5010 | 749817 | 3/31/2010 | NotCertified N/A
Hermosa
Status — Not
Location Date_ of SSO Certificqtion Certifi_e_d or | Certification
Spill Event ID Deadline Certified Date
Late
5818
Charlotte 2/9/2010 749818 3/31/2010 Not Certified N/A
Street
117 W Certified
Norwood St 5/15/2011 | 773585 6/30/2011 Late 11/30/2011
: Certified
King Street | 6/21/2011 | 776382 7/31/2011 Late 1/25/2012

4. State Water Board Order 2006-0003-DWQ, Amended MRP, Part B.1 requires the Enrollee to
maintain individual SSO records for a minimum of five years from the date of the SSO. SSO
files for the period of May 1, 2011 through May 1, 2012 were reviewed as a component of the
inspection. The SSO files did not contain the information required by the order to be entered into
CIWQS prior to certification. Specifically, the files did not contain event specific records such as
the names of the responding individuals, the event times (start time, arrival time, spill end time,
etc.), volume calculations methods or results, spill cause determination, or remedial/follow-up
actions taken.

Operations & Maintenance

1. State Water Board Order 2006-0003-DWQ, Part D.11 requires the Enrollee to develop and
implement a written SSMP. According to the City’'s SSMP Chapter 4, Section 4.2 Compliance
Documents, the City has a CCTV and Visual Inspection Program (refer to Attachment 4).
According to the primary on-site representative, the City does not conduct regular CCTV or
visual inspections of its collection system. He further stated that the City does not own CCTV
equipment and does not have a contract in place to secure CCTV services. The pre-inspection
gquestionnaire, Questions 8.8 and 8.9, state that the CCTV production for the past twelve
months and the next twelve months is “unknown”.

2. State Water Board Order 2006-0003-DWQ, Amended MRP, Part E.1 requires that a copy of the
general WDRs and the certified SSMP shall be available to sanitary sewer system operating
and maintenance personnel at all times. Field crews were asked whether they were familiar with
the SSMP. They responded that they were not familiar with the SSMP or its contents and have
not received specific training on the contents of the SSMP.

Overflow Emergency Response Plan

1. State Water Board Order 2006-0003-DWQ, Part D.13.vi requires the Enrollee to develop and
implement an Overflow Emergency Response Plan as part of its SSMP. The City has developed
SSO emergency response procedures which include detailed procedures for receiving, tracking,
responding to and mitigating SSOs. However, based on discussions with City representatives
present at the inspection, and a review of operations and response documents, the City does
not follow some of the procedures outlined in the City’s SSMP Emergency Response
Procedures section. For example, it was observed during the inspection that not all of the
required information was being recorded in the Sewer Complaint Call Log. Section 1.A.1 (page
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ERP-1) lists eight items (a.-h.) that the call receiver shall document during a sewer complaint
call (refer to Attachment 5). Attachment 6 shows an example of a typical Sewer Complaint Call
Log entry with minimal information recorded.

Additionally, the SSO emergency response procedure lists required reporting timeframes which
mirror the requirements described in the permit. These timeframes were not met on numerous
occasions (refer to Major Findings — SSO Reporting & Documentation item 3.).

Further, under Section 1.A.6 of the City’s SSMP Emergency Response Procedures section,
responding personnel are required to complete a Sanitary Sewer Overflow Report Form. There
was no evidence that this form was being completed, and no copies of this form were able to be
found in the SSO files reviewed during the inspection.

State Water Board Order 2006-0003-DWQ, Part D.13.vi.d requires the Enrollee to develop
procedures to ensure that appropriate staff is trained on the SSO emergency response
procedures. When requested during the inspection, City representatives could not provide
evidence that the appropriate staff were formally trained in SSO emergency response
procedures. According to the primary on-site representative, on-the-job training is conducted in
SSO emergency response.

Program Self-Assessment

1.

State Water Board Order 2006-0003-DWQ, Part D.13.ix.e requires the Enrollee to identify and
illustrate SSO trends including frequency, location, and volume. When requested, the City was
unable to produce documents that demonstrated that it was attempting to identify SSO trends.

State Water Board Order 2006-0003-DWQ, Part D.13.x requires the Enrollee to conduct
periodic internal audits every two years and requires that a report must be prepared and kept on
file. The City has not conducted an internal audit of the SSMP to evaluate the effectiveness of
the SSMP and therefore, did not have the required report on file.

Areas of Concern

SSO Reporting & Documentation

1.

As described by the primary on-site representative, the City has a single field crew assigned to
the operation and maintenance of the collection system. During normal working hours, that crew
is responsible for responding to sewer complaints and potential SSOs. Incoming calls are routed
to the Streets Department dispatcher who then contacts the field crew to respond. After hours, a
24-hour call center will contact the on-call crew to respond to the complaint. Minimal formal
records are kept of the incoming calls or the activities of the responding crew. Records of sewer
complaint call logs and responding crew field records were requested for review during the
inspection. All call log records were hand written with no tracking information and no resolution
or closeout information (refer to Attachment 6). Records of the activities of the responding crew
were not available for review when requested.

Legal Authority

1.

The SSMP contains names for the City officials who have various roles and responsibilities in
implementing the SSMP. The SSMP identifies Mr. Bruce Mattern as the City Engineer. The City
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Engineer is currently Mr. Daren Grilley. The SSMP identifies Mr. P. Michael Paules as the City
Manager. The City Manager is currently Mr. Steven Preston.

Operation and Maintenance

1.

Cleaning operations use a paper-based recording system with crews recording each day's
cleaning activities and results on a single sheet of paper that is then placed in a paper file
system (refer to Attachment 7). Information from the paper-based records was found to not be
transferred to the CMMS system and there is no retrieval or searchable system for reviewing
cleaning history and no method to allow for a cross reference to CCTV information. If cleaning
history is needed, a physical search of the paper files must be conducted.

According to the City Engineer and verified in the pre-inspection questionnaire, the City does
not have a capital improvement plan and has not budgeted funds for capital improvements to
the City’s collection system. The City has a Sewer Master Plan which identifies needed
improvements to the collection system, including 30 million dollars in needed capacity upgrades
and structural repairs. According to the City Engineer, currently funds for improvements to the
collection system come from the City general fund. There is no dedicated revenue source such
as a monthly residential sewer fee.

FOG Control Program

1.

The City has identified a portion of the collection system which requires increased frequency of
cleaning due to a buildup of FOG. According to the City Engineer, the FOG is likely sourced
from food service establishments (FSESs) in the area. Even though there is an identified area of
FOG buildup, the City does not have a FOG source control program, a FOG ordinance, or any
public outreach on FOG issues, nor does the City inspection grease traps or grease interceptors
at FSEs.

Attachments:

Nogos~wdhE

CIWQS Violation Report — Category 1 and 2 SSOs (May 1, 2011 through May 1, 2012)
SSMP Chapter 9, Section 9.1.c - Compliance Summary

CIWQS Individual Event Reports

SSMP Chapter 4, Section 4.2 - Compliance Documents

SSMP SSO emergency response procedures (Page ERP-1)

Example Sewer Complaint Call Log

Example Sewer Daily Logs

Page 7



WDID No. 455010427
WDR Order Nos. 2006-0003-DWQ & 2008-0002-EXEC

COLLECTION SYSTEM INFORMATION:

INSPECTED ITEM RESPONSE
1. Sanitary Sewer System Category Municipal
2. Population served by agency’s sanitary sewer system 43,000

The City reported a population of 40,000 in the 2011 Annual Collection System
Questionnaire in CIWQS and 43,000 on the pre-inspection questionnaire and during
the inspection.

3. Approximate size of the service area served by the sewer collection system 4.13 square
miles

4. Miles of sanitary sewer in the collection system

a. Gravity 72
b. Force main 0
5. Number of pump stations in the collection system 0
6. Average monthly household user fee for sewage collection only 0

All sewer operations and maintenance costs are allocated from the general City
funds.

7. Budget for operation and maintenance sanitary sewer system facilities

a. Last fiscal year $120,000
b. Current fiscal year $100,000
c. Following fiscal year N/A

A discreet budget is not assigned to the operation and maintenance of the collection
system. A majority of the cost is allocated to employee salaries from the Public
Works Department who operate and maintain the collection system along with other
Public Works assets such as streets and parks. Employees are assigned to the
Public Works Department and may be assigned duties in any department including
sewer operation and maintenance.

8. Number of staff (FTES) that conduct sewer operation and maintenance tasks 2

Typically, two Public Works Department employees are assigned to the collection
system. Public Works employees are rotated through the various Public Works
Department tasks and the employees who are assigned to the collection system may
be given other duties during their assigned time with the collection system
depending on the needs of the Public Works Department.

9. Collection system maintenance equipment owned by the agency

a. Combination vactor truck(s) (hydro flush/vacuum) 0

b. Mechanical rodder(s) 1

c. Closed-circuit television (CCTV) inspection trucks 0

d. Standalone CCTV camera units N/A
10. Method for assigning and tracking work orders for sewer system maintenance Paper-Based
Cleaning operations use a paper-based recording system with crews recording each System

day's cleaning activities and results on a single sheet of paper that is then placed in
a paper file system.

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable Page 8
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COLLECTION SYSTEM INFORMATION:

INSPECTED ITEM RESPONSE
11. Budget for capital expenditures for sanitary sewer system facilities
a. Last fiscal year $10,000
b. Current fiscal year $0
c. Following fiscal year $750,000

The City plans to increase capital expenditures based on needs identified in a 2010
Sewer Master Plan. The City staff plans to present the proposed Capital
Improvements Plan along with a proposal to create a sewer use fee to the City's
governing body in June 2012.

12. Portion of sewer service laterals that agency is responsible for Connection
at Main
13. Number of sewer service lateral connections 17,000

The City reported 15,810 sewer service laterals in the 2011 Annual Collection System
Questionnaire in CIWQS and 'approximately 17,000' on the pre-inspection
guestionnaire.

14. Number of wastewater treatment plants (WWTPSs) that ultimately receive wastewater 1
from this collection system:

WWTP Name(s): Wittier Narrows Water Reclamation Plant
WDID No(s): N/A

15. Does this collection system discharge into any other collection systems? Yes
Collection System Name: LACSD Joint Outfall System
WDID No: 455010459

16. Do any upstream collection systems greater than 25,000 gallons/day (gpd) discharge Yes
into this collection system?

Collection System Name: LA County Public Works
WDID No: 455010459

17. Percentage of flow in the collection system from the following sources:

a. Residential N/A
b. Commercial N/A
c. Industrial N/A
d. Institutional N/A

According to the Pre-inspection Questionnaire, the City does not know the
percentages of flows by user category.

18. Has the agency developed standard and emergency operating procedures for each N/A
asset (e.g., pump stations, WWTP process units, and collection system force mains) in
the event of a power and/or pumping failure?

The City does not have any of the assets in this checklist item.

19. Are pump stations in the collection system connected to a supervisory control and data N/A
acquisition (SCADA) system or an auto dialer system to detect pump failures or
high/low wet well levels? If yes, how many?

There are no pump stations in the City's collection system.

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable Page 9
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INSPECTED ITEM

RESPONSE

20. Other:

N/A

Notes:

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable Page 10
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SSO HISTORY: OVERALL RATING: U

INSPECTED ITEM

EVALUATION

1. Number of SSOs that occurred during the past twelve months that:
a. Discharged to waters of the United States: 0

b. Entered a storm sewer system and discharged to waters of the United States: 0

c. Entered a storm sewer system but were contained prior to discharge to waters of the
United States: 0

d. Discharged to private residences/buildings: 1
1b. According to the CIWQS Violation Report, the City has not certified any Category
1 SSOs during the period of review. Records were reviewed and interviews were
conducted with afield crew that indicated that at least one Category 1 SSO occurred
on October 24, 2011 at a cul-de-sac on Ramona Street. Refer to the 'SSO Reporting
and Documentation' section of this report for details.

1d. The Agency reported an SSO on May 15, 2011 at 117 W Norwood Place to a
"Building or Structure". Refer to the 'Major Findings - SSO History' section of this
report for details.

Yes

2. Does the agency hold post-SSO briefings with collections staff, management and others
involved, to evaluate root cause of SSOs and document service changes necessary to
prevent the reoccurrence of the SSO and be prepared in responding to SSOs in the
future?

The City does not hold post-SSO briefings and does not document service changes

necessary to prevent the reoccurrenec of SSOs. Refer to the 'Major Findings - SSO

History' section of this report for details.

No

3. Provide a description of steps taken by the agency to mitigate largest (by volume) SSO
event which occurred during previous 12 months :

The City reported four small Category 2 SSOs in the previous twelve months (one
appears to be a duplicate report). According to the primary on-site representative,
SSOs are mitigated by containing the spill prior to reaching a storm sewer or surface
water and then vacuuming the spill and cleaning the area with water.

4. Other:

Notes:
This section was rated “unsatisfactory” due to checklist items 1d. and 2.

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable
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SSO REPORTING & DOCUMENTATION: OVERALL RATING: U

INSPECTED ITEM

EVAL

1. Has the Enrollee obtained an SSO Database account by registering through the California
Integrated Water Quality System (CIWQS) [Part G.3]?

A person other than the legally responsible official certifies the online SSO reports.
Refer to the 'Major Findings - SSO Reporting and Documentation' section of this report
for details.

Yes

2. Has the Enrollee updated the “Collection System Questionnaire” in the SSO Database at
least every 12 months [Part G.3]?
a. When was the gquestionnaire last updated? April 30, 2012

The questionaire was previously updated on November 8, 2011.

3. Have all Category 1 SSOs been reported in the Online SSO Database within 3 days of the
Enrollee becoming aware of the SSO [Part A.4]?

A Category 1 SSO occurred on October 24, 2011 at the Ramona Street cul-de-sac and
has not been reported in the Online SSO Database or to the OES as required. Refer to
the 'Major Findings - SSO Reporting and Documentation' section of this report for
details.

4. Have all Category 2 SSOs been reported in the Online SSO Database within 30 days of
the Enrollee becoming aware of the SSO [Part A.5]?

A review of CIWQS records indicate that two Category 2 SSOs were not reported within
30 days of the City becoming aware of the SSO. Refer to the 'Major Findings - SSO
Reporting and Documentation' section of this report for details.

5. What is the Enrollee’s policy on reporting private lateral sewage discharges in the Online
SSO Database [Part A.6]?

The City reported an overflowing grease interceptor as a private lateral sewage
discharge.

6. Do field forms/processes used by the Enrollee to document the occurrence of SSOs
ensure that all information identified in Part A.9, A.10, and A.11 is recorded and able to be
reported in the Online SSO Database?

The City was only able to produce minimal SSO records during the inspection. Refer to
the 'Major Findings - SSO Reporting and Documentation' section of this report for
details.

7. Has the Enrollee maintained individual SSO records for a period of at least five years from
the date of the SSO occurrences [Part B.1]?

The City was not able to produce SSO records for the previous five years. Refer to
cheklist item 6. of this section for additional detail.

8. Does the agency require crews to take photographs of SSOs?
The City does not require field crews to take photographs.

9. Does the SSMP identify the chain of communication for reporting SSOs, from receipt of a
complaint or other information, including the person responsible for reporting SSOs to the
State and Regional Water Board and other agencies if applicable [Part D.13(ii)(c)]?

10. Provide description of program/process used by the Enrollee for receiving, documenting,
addressing, and tracking sanitary sewer complaints:

The City was unable to demonstrate that a coherent program for responding to sewer
complaints has been implemented. Refer to the 'Areas of Concern - SSO Reporting and
Documentation' section of this report for details.

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable
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OVERALL RATING: U

INSPECTED ITEM

EVAL

11. Other: OES Reporting

A Category 1 SSO occurred on October 24, 2011 at the Ramona Street cul-de-sac and
has not been reported to OES as required. Refer to checklist item 3. of this section for

details.

u

Notes:

This section was rated “unsatisfactory” due to checklistitem 1. 3., 4., 6., 7., 9., and 11.

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable Page 13
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LEGAL AUTHORITY: OVERALL RATING: M
INSPECTED ITEM EVAL
1. Does the SSMP identify the name of the responsible or authorized representative [Part M
D.13(ii)(a)]?
a. If so, is the current information up-to-date? No
The persons occupying the positions of City Mananger and City Engineer have
changed since they were listed in the SSMP. Steven Preston is City Manager while
Michael Paules is listed as the City Manager in the SSMP. Also Daren Grilley is City
Engineer while Bruce Mattern is listed as the City Engineer in the SSMP. Refer to the
'Areas of Concern - Legal Authority' section of this report for details.
2. Does the SSMP identify the names and telephone numbers for management, M
administrative, and maintenance positions responsible for implementing specific measures
in the SSMP program [Part D.13(ii)(b)]?
a. If so, is the current information up-to-date? No
The SSMP identifies the names and telephone number for management but the
information is not current. The SSMP does not identify the any contact information for
Street Supervisor, who according to the City Engineer, has primary responsibility for
operation and maintenance of the collection system. This checklist item is accounted
for in checklist item 1. of this section.
3. Has the Enrollee adopted a sewer use ordinance? S
a. If so, when was it adopted and last updated? Not Reviewed
4. Has the Enrollee established the necessary legal authority to [Part D.13(iii)]:
a. Prevent illicit discharges into its sanitary sewer system (examples may include I/1, N
stormwater, chemical dumping, unauthorized debris and cut roots, etc.) [Part
D.13(iii)(a)]
b. Require that sewers and connections be properly designed and constructed [Part N
D.13(iii)(b)]
c. Ensure access for maintenance, inspection, or repairs for portions of the lateral owned N
or maintained by the Public Agency [Part D.13(iii)(c)]
d. Limit the discharge of fats, oils, and grease and other debris that may cause blockages N
[Part D.13(iii)(d)]
e. Enforce any violation of its sewer ordinances [Part D.13(iii)(e)] N
5. Other:
Notes:
This section was rated “marginal” due to checklist item 1.
S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable Page 14




WDID No. 455010427
WDR Order Nos. 2006-0003-DWQ & 2008-0002-EXEC

OPERATIONS & MAINTENANCE: OVERALL RATING: U
INSPECTED ITEM EVAL
1. Does the SSMP describe routine preventive operation and maintenance activities by staff S
and contractors, including a system for scheduling regular maintenance and cleaning of
the sanitary sewer system with more frequent cleaning and maintenance targeted at
known problem areas [Part D.13(iv)(b)]? If so, how often is it adjusted to reflect the
changing needs of the system?
2. Does the Enrollee have a system to document scheduled and conducted activities, such M
as work orders [Part D.13(iv)(b)]? If so, provide brief description of system.
Cleaning activities are documented on daily cleaning sheets and stored in paper
format. The method limits access to historic cleaning data. Refer to the 'Areas of
Concern - Operations and Maintenance' section of this report for details.
3. Has the Enrollee established performance standards or sewer system cleaning/inspection U
goals? If so, provide brief description.
The City cleans the entire system annually; however, the City has no regular inspection
(i.e., CCTV) program. Refer to the '‘Major Findings - Operation and Maintanence' section
of this report for details.
4. Sewer cleaning and inspection activities: U
a. Total gravity sewer collection system cleaning production (hydro flushing, mechanical
and hand rodding) over the past 12 months (miles):
Approximately 72 miles
b. Total gravity sewer collection system cleaning production scheduled (hydro flushing,
mechanical and hand rodding) for the next 12 months (miles):
Approximately 72 miles
c. Total CCTV Inspection production in the past 12 months (miles):
The Agency does not have a program to CCTV the collection system.
d. Total CCTV inspection production scheduled for the next 12 months (miles):
The Agency does not have a program to CCTV the collection system.
Note: The Enrollee’s collection system comprises 72 miles of sewer.
4c. and 4d. These checklist items are accounted for in checklist item 3. of this section.
5. Does the agency retain contract service(s) for sewer collection system maintenance, N
operations, and/or management?
a. If collection system cleaning activities are performed by outside contractors, does the
agency require video (CCTV) inspections before and after cleaning to measure the
effectiveness of these activities? Not checked.
6. Does the agency inspect pipes with CCTV video after all SSO(s)? U
The City does not inspect pipes with CCTV after all SSOs. This checklist item is
accounted for in checklist item 3. of this section.
7. Has the Enrollee identified focused problem areas (“SSO hot spots”) located throughout S
the collection system?
a. Total number of identified hotspots:
There are approximately 20 hot spots which are cleaned on a guarterly cycle.
S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable Page 15




WDID No. 455010427
WDR Order Nos. 2006-0003-DWQ & 2008-0002-EXEC

OPERATIONS & MAINTENANCE: OVERALL RATING: U

INSPECTED ITEM

EVAL

8. Does the SSMP include a rehabilitation and replacement plan to identify and prioritize
system deficiencies and implement short-term and long-term rehabilitation actions to
address each deficiency [Part D.13(iv)(c)]?

The SSMP references the Sewer Master Plan which has a program to rehabilitate
system deficiencies.

S

9. Does the agency have a program in place to identify areas with inflow & infiltration (1/1)?
a. Total number of sewer miles identified by this program: N/A
b. Are there plans in place for eliminating the identified I/l issues? N/A

The Master Sewer Plan was updated in 2010 and identifies areas within the collection
system where capacity issues must be addressed.

10. Does the SSMP include information for providing training on a regular basis for staff in
sanitary sewer system operations and maintenance, and require contractors to be
appropriately trained [Part D.13(iv)(d)]?

The SSMP includes information for providing training on the contents of the SSMP;

however, interviews with the field crew identified a general lack of knowledge about the

SSMP. Refer to the 'Major Findings - Operations and Maintenance' section of this report

for details.

11. Does the SSMP include design and construction standards and specifications for the
installation of new sanitary sewer systems, pump stations and other appurtenances, and
for the rehabilitation and repair of existing sanitary sewer systems [Part D.13(v)(a)]?

The SSMP makes reference to design and construction standards. The standards were
not reviewed as a component of this inspection.

12. Does the SSMP include procedures and standards for inspecting and testing the
installation of new sewers, pumps, and other appurtenances and for rehabilitation and
repair projects [Part D.13(v)(b)]?

The SSMP makes reference to testing standards. The standards were not reviewed as a

component of this inspection.

13. Has the Enrollee prepared and implemented a capital improvement plan (CIP) that will
provide hydraulic capacity of key sanitary sewer system elements for dry weather peak
flow conditions, as well as the appropriate design storm or wet weather events [Part
D.13(viii)]?

a. When was the CIP last updated? 2012

The City developed a CIP for the Collection System; however, according to the City
Engineer, the CIP has not been adopted. Refer to the 'Areas of Concern - Operation &
Maintenance' section of this report for details.

14. Other:

Notes:
This section was rated “unsatisfactory” due to checklist item 3. and 10.

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable

Page 16




WDID No. 455010427
WDR Order Nos. 2006-0003-DWQ & 2008-0002-EXEC

OVERFLOW EMERGENCY RESPONSE PLAN: OVERALL RATING: U
INSPECTED ITEM EVAL
1. Has the Enrollee developed and implemented an Overflow Emergency Response Plan U

that identifies measures to protect public health and the environment [Part D.13(vi)]?

The City has developed an Overflow Emergency Response Plan. Based on discussions
conducted during the inspection, is appears that the plan has not been implemented.
Refer to the 'Major Findings - Overflow Emegency Response Plan' section of this report
for details.

2. Does the agency provide initial and recurrent training to appropriate staff [including U
outside contractor(s)] regarding your agency’s SSO Emergency Response Plan and O&M U
programs?

a. What percentage of applicable staff was trained during the past 12 months?
The City could not supply training records.

According to the primary on-site representative, only informal on-the-job training is

provided for SSO emergency response. Refer to the 'Major Findings - Overflow

Emegency Response Plan' section of this report for details.

3. For contracted sewer services, do the contracting specifications contain specific language N

requiring initial and recurrent training of contractor staff regarding your agency’s SSO N
Emergency Response Plan and O&M programs?

wn

4. Does the Overflow Emergency Response Plan include the following [Part D.13(vi)]:

a. Proper notification procedures so that the primary responders and regulatory agencies
are informed of all SSOs in a timely manner [Part D.13(vi)(a)]

Program to ensure an appropriate response to all overflows [Part D.13(vi)(b)]

Procedures to ensure prompt notification to appropriate regulatory agencies and other
potentially affected entities (e.g. health agencies, Regional Water Boards, water
suppliers, etc.) of all SSOs that potentially affect public health or reach the waters of
the State in accordance with the MRP [Part D.13(vi)(c)]

d. Procedures to ensure that appropriate staff and contractor personnel are aware of and U
follow the Emergency Response Plan and are appropriately trained [Part D.13(vi)(d)]

e. Procedures to address emergency operations, such as traffic and crowd control and N
other necessary response activities [Part D.13(vi)(e)]

f. A program to ensure that all reasonable steps are taken to contain and prevent the S
discharge of untreated and partially treated wastewater to waters of the United States
and to minimize or correct any adverse impact on the environment resulting from the
SSOs, including such accelerated or additional monitoring as may be necessary to
determine the nature and impact of the discharge [Part D.13(vi)(f)]

4d. This checklist item was accounted for in checklist item 2. of this section.

(0]

w wm

5. Other: N

Notes:
This section was rated “unsatisfactory” due to checklist items 1. and 2.

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable Page 17




WDID No. 455010427
WDR Order Nos. 2006-0003-DWQ & 2008-0002-EXEC

FOG CONTROL PROGRAM: OVERALL RATING: M
INSPECTED ITEM EVAL
1. Has the Enrollee evaluated its service area to determine whether a FOG control program is M

needed [Part D.13(vii)]:
a. If so, what was the result of the evaluation?

The City does not have a formal FOG program. Refer to the 'Areas of Concern - FOG
Control Program' section of this report for details

2. If the Enrollee has determined that a FOG control program is necessary, has the Enrollee N
developed and implemented the FOG control program?
a. What sources of FOG does the program address? N/A

b. Approximately how many commercial food service establishments (FSESs) are subject to
FOG control? Not reviewed

3. Does the FOG Control Program Plan include the following [Part D.13(vii)]:

b. Animplementation plan and schedule for a public education outreach program that N
promotes proper disposal of FOG [Part D.13(vii)(a)]
c. A plan and schedule for the disposal of FOG generated within the sanitary sewer system N

service area. This may include a list of acceptable disposal facilities and/or additional
facilities needed to adequately dispose of FOG generated within a sanitary sewer system
service area [Part D.13(vii)(b)]

d. The legal authority to prohibit discharges to the system and identify measures to prevent N
SSOs and blockages caused by FOG [Part D.13(vii)(c)]
e. Requirements to install grease removal devices (such as traps or interceptors), design N

standards for the removal devices, maintenance requirements, BMP requirements, record
keeping and reporting requirements [Part D.13(vii)(d)]

f.  Authority to inspect grease producing facilities, enforcement authorities, and whether the N
Enrollee has sufficient staff to inspect and enforce the FOG ordinance [Part D.13(vii)(e)]

g. An identification of sanitary sewer system sections subject to FOG blockages and N
establishment of a cleaning maintenance schedule for each section [Part D.13(vii)(f)]

h. Development and implementation of source control measures for all sources of FOG N

discharged to the sanitary sewer system for each section identified in (f) above [Part
D.13(vii)()]

4. Other: N

Notes:
This section was rated “marginal” due to checklist item 1.

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable Page 18




WDID No. 455010427
WDR Order Nos. 2006-0003-DWQ & 2008-0002-EXEC

PROGRAM SELF-ASSESSMENT: OVERALL RATING: U
INSPECTED ITEM EVAL
1. Has the Enrollee assessed the success of the preventive maintenance program [Part S

D.13(ix)(c)]?
a. If so, provide a brief description of assessment results.

The City conducts a periodic review of SSO events and makes adjustments to the
preventative maintenance program.

2. Has the Enrollee updated SSMP program elements, as appropriate, based on monitoring or S
performance evaluations [Part D.13(ix)(d)]?

a. When was the SSMP last updated?
The SSO field worksheet was last updated December 15, 2011.

3. Has the Enrollee identified and illustrated SSO trends, including frequency, location, and U
volume [Part D.13(ix)(e)]?

a. If so, provide a brief description of identified trends.
SSO trends have not been identified.

Refer to the 'Major Findings - Program Self-Assessment' section of this report for details.

4. Has the Enrollee conducted periodic internal audits of the SSMP [Part D.13(x)]? U

There was no evidence that a formal audit of the SSMP had been conducted. Refer to the
'Major Findings - Program Self-Assessment' section of this report for details

5. Have the audits occurred at least every two years? N
a. When was the last audit conducted? N/A

b. Provide a brief description of major changes made to the program as a result of the last
audit. N/A

6. Other: N

Notes:
This section was rated “unsatisfactory” due to checklist item 3. and 4.

S = Satisfactory, M = Marginal, U = Unsatisfactory, N = Not Evaluated/Not Applicable Page 19




Attachment 1

CIWQS Violation Report

Category 1 and 2 SSOs

May 1, 2011 through May 1, 2012



SSO Public Report - Detail Page

Here is the detail page of your S5O public report search for the selected region, responsible agency, or collection system. These
results correspond to the following search criteria:

SEARCH CRITERIA:  [REFINE SEARCH]
& Agency (san gabriel)
& Region (4)
& Spill Type (sso_cat1_2)
& Start Date (5/1/2011)
& End Date (51/2012)

The table below presents important details for all sewage discharge locations, as submitted through individual SSO reports, which
meet the search criteria selected. If data is not shown for a particular field, it means the Enrollee did not provide the information
and was not required to do so. To view the entire SSO report for a specific sewage discharge location, please select the
corresponding EVENT ID.

DRILLDOWN HISTORY:

REGION: 4
Vol of
. . Volof ~ SSO ss
EYERL Region Besponsible Collection 330 giyripate [, S3Q 330330 SSO Reached  Failure WDID
D Agency  System Category Address  City Mol o 2 S e Point
Water
) San 2011-05- 17
773585 4 San Gatgfy‘ Gabriel Catego'g 15 Norwood Gaﬁ?é} 100 0 0 Main 4SS010427
City CS 1400000  Road
Private
i San 2011-09- 121
773593 4 San Ga%’!e‘ Gabriel Categm% 21 Valey g’?”l 100 0 o Property 455010427
Y Giycs 21.00.00.0 Boulevard ~3°M€ _ grease
interceptor
) San 2011-05- 17
776380 4 San Gatg!e‘ Gabriel Categ"’; 15 Norwood g’?‘”l 100 a0 0 Main 4SS010427
citycs 14:45:00.0 Place 23N
i San 2011-06-
116382 4 San Gatg;a Gabriel catego'; 21 11035;‘3'3 Ga;?;l 30 0 0 Main 4SS010427
City CS 05:00:00.0

The current report was generated with data as of: Tuesday, June 19, 2012



Attachment 2

SSMP Chapter 9, Section 9.1.c - Compliance Summary



CHAPTER 9 — MONITORING, MEASUREMENT, AND PROGRAM MODIFICATIONS
9.0 Compliance Requirements

Under the Order there are five key monitoring, measurement, and program modification
requirements. They are to:

a) Maintain relevant information that can be used to establish and prioritize
appropriate SSMP activities;

b) Monitor the implementation and, where appropriate, measure the
effectiveness of each element of the SSMP;

c) Assess the success of the preventative maintenance program;

d) Update program elements, as appropriate, based on monitoring or
performance evaluations; and

e) Identify and illustrate SSO trends, including: frequency, location, and volume.
9.1 Compliance Summary
The above requirements will be satisfied through the following actions:

a) Relevant information used to develop the SSMP activities will be maintained
by the City Engineering or Public Works Divisions of the Community
Development Department. This information will be in both hard and computer
files. A filing system based on each element of the SSMP will be established
and additional pertinent information added to the files for use in evaluation
and update activities.

b) Monitoring of the implementation and effectiveness of each element of the
SSMP will be tracked by the internal audit procedure established by the

SSMP Program Audit Element (see Chapter 10).

c) The City of San Gabriel SSO history is excellent. This is partially due to the
past and current preventative maintenance program. The effectiveness of the
program is continually tracked by reviewing regular maintenance work as well
as emergency and corrective measure work orders. The cause of the problem
is determined and the existing preventive maintenance for the area is
reviewed and modified if warranted.

d) SSMP elements will be evaluated every two years at a minimum as a result of
the audit procedure. Deficiencies in existing program elements will be
identified and revisions made where warranted.

e) The City has experienced few SSO's and expects few in the future. However,
should they occur they are reported through the California Integrated Water

DCN — 103531



Attachment 3

CIWQS Individual Event Reports



§80 - General Information [7]

§850 Evont (D: 650873
Splli Location Name: Manhole 570
WDID: 455C10427

Moy Helo | Lga Qut
Navigate to:| it
You are logged-in as: jperrey, If this account does not belong to you, please iog out.
S50 Many
Reglonal Water Board: Reglon 4 - Los Angeles
Agency: San Gabriel City
Sanitary Sewer Systam:  San Gabriel City CS

General Info  Spill Related Partiss  Attachments

Open Relaled Vigla

Submit Draft On:

Last Updated By:

1 - Spill Type:
2 - Version:

Physical Location Detsils
*3 . 8plli locatlon name:
*4 . Latitude of spill locatlon:

*5 - Longitude of spill location:

6 - Streat numboer;

& - Strest name:

11 - Cross straet!
12 - Clty:

%18 . Gounty:

16 « Splil location descriptlon:
(Use altachment if location descriplion is more
than 2000 charaters)

Spilf Details

*18 - Spilt appearance point:

18 - Spill appearance polnt explanation:
(Required if spill appearance point is "Other'}

sewer system?

#23 - Private lateral spill?

#25 - Final spili desiination:

26 - Explanation of final spill destination:
(Required if final spll destination is "Other"}

*27 - Estimated spitl volume:

{Held Cirl key 1o Select Multiple answers from the Iist}

*20 - bid the spildischarge to a dralnage channol and/or surface water?

*21. pid the spill reach a separate {|.e.,not combined) storm drainplpa?

{Hold Ctri key to Salac! Multiple answers from the list)

Note: Questions with *™ ars required to be answered lo certify this report. You have B9:38  rminutes to save your report baforo your session expires.
Quuestfons with prafix 1, do not exist in Category 2.

W
2,60 M

N k\-
\\\\'{; ‘
BRUCE D, MATTERN -t

S50 Category 2
2

[Manhole 570 ]

| |den. | | min, | | sac. OR[34.112778] decimal degrees how, Ma

I |deg. | Fin, | | sac. OR [118.08838] decimal degrees [Show Map1

[ 7-strestdlirection: l_'——"'"

[Crange | 9 -Strest type: | Streel 10 Suitelipt: [ |
TBilion Wy i
[san Gabriel | 13- State: [GA 14- Zip: (01776 ]

manhole on mainiine sewar In streat

*17 - Regjonal Water Quality Control Board: | Region 4 - Los Angeles

Building or structure
Combined sewer DJ. .
Force main or preasura sower %

Ne o [iew Histon)

[Ho ™55 o bistory

#22.If spill reachad a separate storm drainpipe, was afl of the wastewater jNul Apglicable - Spifl did nol reach a separate storm dralnpipe
fully captured from the separate storm drain and returned to the sanilary  History)

24 - Name of responsible party {for private lateral spill only, if known): | |

Beach
Building or slructure
Combined stormdrain {combined CS only)

[350,0 Juallons tiew Histars



28 - Estimated volume of spill racovered: palions tiew Hisary

20 - Estimated eurrent spllk rata (if applicable): [ ustons per minule
*30 . Estimated spill start dateftime: - {04/0Y2007-:-: Im 21 371|003 Date Formal: MM/DDIYYYY

1100752 Dale Format: MMIDDIYYVY

#31 - Date and time sanitary sewer syslem agency was notified of or 04/09/2007 |§??ﬂjz
discovercd spill:

%332 - Estimated Operator arrival dateitima: bajoaizony | PHF 29 5 {1555 Date Formal: MMIDDIYYYY
%33 . Estimated spill end daleftime: I{_)410912007 |?i’i$ﬁ,] 21 50 ;30 i Date Format: MMIDDIYYYY
*34 . Spll cause: | Other (specify below)

35 - Spill cause explanation: imainine blockage-cause unkrown

(Required if spill Cause is "Other")

¥38 - Where did fallure oceur?

37 - Explanation of Where Failure Occurred:
{Required ¥ Where Failuze Cccurred is "Other”)

38 - If spill caused by wat weathor, choose size of storm: F“

39 - Dlameter of sewer pips at the point of blockage or spill cause {if inches
applicablel:

40 - Materlal of sewer pipe at the point of blockage or spilt cause {if clay
applicable}:

41 - Estimated age of sowor pipo at the point of blotkage or splil cause {if
applicable):

42 - Description of terraln surrounding the point of blockage or spill iﬁ;{”

causs (it applicable):

Ch arcd—up (jmiiig.r.c alfects of spilj
ined 2ille
Inspected sawer usin TV o determine cause

*43 - Spill response activitios:
{Hold Cil key to Select Multiple answers from the fisty

44 . Explanation of spill response activities;
(Required If spil rezponse activities is "Other”, use attachment If the text is more
than 1700 charactersy gt

45 - Visual inspection results from Impacted recelving water:

46a - Name of impacted beach(es) :

*46b - Name of Impacted surfaca water{s):

Notification Details

47 - OEE Gontrol Number E

{Required for Gatagory 1 - see S50 Moniloring and Reporting Program
Requirements);

48 - QES Called DatefTime [ | TER[60 =7:[60 - Date Format: MMDDYYYY
{Required for Category 1 - see SSO Monitoring and Reporting Program oo = ; o
Requirements):

48 - Regional Water Quality Control Board notifled date/time: |65 T Date Eormat: MMDDIYYYY

50 - Method Notification | ]

61« Name of Staif Contacted [ ]

62 - Phone Number of Staff Gontacted [ ]

£3 - Other Agency Notifled: Police Dapt on site

&4 - Was any of {his spill report Informaticn submitted via fax {or
efactronically) to the Reglonal Water Quality Control Board?

55 - Date and time splll report information was submitted via fax (or L——__lﬁﬁ'ﬂ_{ o0
elecironicaliy) to the Reglona! Water quality Control Board: ’
(required it spil renort infermation submitted via fax to Regtonal Water Board is
s

I Date Formal: MMIDDIYYYY

uidoin s Ay b Tt O Contlly




Menu | Help f Log out
CiwQs Navigate to: | .
You are iogged-in as: jberrey. If this account does nol belang to you, please lag out.

SS0 - General Information {7 580 Menu

550 Event 1D: 654240 Reglonal Water Board: Region 4 - Los Angsles
Splii Location Mama: 500 Block of W, Vialley Blvd Agency: San Gabrial City
WDID: 455010427 Sanitary Sewer System:  San Gabriel City CS

General Info  Spilf Relaled Parties  Attachments

S THEH Dy

yob
) r (.‘ /]
3\2 ReE RN

Nate: Questions with ** are required to he answered fa cartify this repart. You have 5933 minutes to save your repont before your session expires.
Questions with prefix 1. do not exist in Gatagory 2.

Submi Draft On:

ast Updated By: BRUCE O, MATTERN
1-Spill Type: SE0 Category 2
2 - Version! 3

Physical Location Detalis

*3 - Spifl location nama; [500 Block of W. Valley Biwd ]
#4 - Latltude of spill location: | | dag. | | min. | | sec. OR [34.083333 ) decimal degrees 10w Mal
*5 - Longituda of spiil logation: | {dag. | Tmin. [ | sec. OR [118 10666} dacimal degrees Show baj
6 - Streat number: 500 VW Valle:
8 - Stroet hame: Valley Bivd | 9-Street type: [33;];;5}? ST 10-Sulterapt: [T
11 - Cross sireet: NiA X |
12 . City: ' [san Gabriel | te-state[cATTT 4-Zip:
“15 . County:
16 « Spill locatlon description: 500 block of W. Valey Bivd,
(Use altachment if location description is more
then 2000 charaters)

*17 - Regional Water Quality Gontrol Board: | Region 4 - Los Angsles

Spill Details
*1g . Splll appearanca point: Building er struclure
{Huld Cirl key te Select Multiple answers from the Histy Combinad sowar D1,

Force main or prassura se'e\.\ref‘ir*‘+

19 - Splil appearance polnt explanation:
(Raguired If apill appearance point is "Cther")

*20- Did the spill discharga to a drainage channal andior surface water? | NO -+ (View Histon)

*21- Did the spill reach a separate {.o.,not combined) storm drainpipa? Wﬂm (View Histony)

*22-1# spllf reached a separato storm drainpipe, was alf of the wastewater iNOt Applicable - 5pill did not reach a separate storm drainpipo -
fully captured from the separate storm draln and returned to the sanitary  Hislony)
SOWIr system?

*23 . Private latera spill?

24 . Name of responsibla party {for private lataral spilk only, If known): i 1
*25 - Final splll destination: Beach
{Hold Ctd key to Select Multiple answers from 1he list) Building or struclure

Combined stof drain {cembined CS only) ‘ﬁ"’ (Mlew Hislary)

26 - Explanation of final spill deslination:
{Requirad if fnal spill destination is “Other")

*27 - Estimated spifl volume: gallons (Vi Histor




28 . Estlmated volume of splll recovered: [0 oallons Miew Historyt
29 - Estimated eurrent spill rate (if applicabe): [ Jqulions per minute

*30 . Estimated spill start dateftims: i Date Formal: MMIDDIVYYY

. Date Formal: MM/IDDIYYYY

*31 - Date and time sanitary sewer system agency was notified of or
discoverad sl

*33 . Ectimated Operator arrlval datejtime: [oBti2r2007 ;Hﬁﬂj 09+ : |25 Dale Formal: MMIDDIYYYY
*33 . Estlmated spill and dateftime: - [oart 22007 iﬁ%ﬂ!} 11 911116 5% Dale Formal: MMIDDIYYYY
“34. SpH| causs: |01har {specify bolow}

(I’g:q-u?rgit:Iilc::i:%eaﬁgfigq'tgmﬂfy") zglg::\:n cause, crew ran pressure wash hose and plug 4.

r““"’"mmw""?“

*35 - Where did fallure otcur?

37 - Explanation of Where Failure Ocourred:
(Required if Where Failure Occurred is "Other”)

38 - If apill caused by wet weather, choose size of storm: [ .
39 - Dlameter of sewer pipa at the polnt of blockage or splil cause (iIf §:| Inches
applicable):
40 - Material of sewer plpe at the polnt of blockage or spill cause {if .
applicabie): i:l
41 - Estimated 2ge of scwer pipe at the point of blockage or spill cause {if
applicable): [:l
42 - Description of terrain surrounding the point of blockage or spill f“'" T

cause (If applicable}:

*43 . Spllt responge activities: |eanleEHfD {mitigal ects of spily
(Hold Cirl key to Selacl Multiple answers from the listy ntained alf or po )

44 « Explanation of spill response activities:
{Required If spill response activities is "Other”, use attachment if the text Is more
than 1700 charactars)

45 - Ulsual inspection results from impacted receiving water:

46a - Name of Impacted beach{es) :

*46b - Name of Impacted surface water(sk

Notification Detaile

47 - QES Control Number [

(Requised for Category 1 - see 550 Manloring and Reporling Program
Requirements):

48 - OES Called Date/Time ™ | M 00 =11 {00."" Date Format: MMIDOIYYYY
{Required for Catagory T - see S50 Maonitoring and Reporting Program
Requiremenis);

49 - Regional Water Quality Control Board notified dateltime: % m_! [ !0(} b Dete Format MMWDLDVYYYY

50 - Method Notificatlon ' { |

§1 . Namie of Staff Contacted [ |

82 - Phone Number of $taff Contacted | |

53 - Other Agency Notified:

54 - Was any of this spill report Information submitted via fax {or
electronicaily) to the Reglonal Water Guatity Control Board?

55 - Date and time splil report information was submitted via fax {or [ m’m_} 00 7:[00 7 Oete Format: MMDDIYYYY
elsctronically) to the Regicnal Water quality Conirol Board:
{required if spiil report information submitted via fax to Regionai Waler Board is
"Yes™

Doty




CIwWQs Navigate to: ] Mﬁ%@%

You are logged-in as: jperray. If this rocaunt does not belong to you, please iog out.

§80 - General Information [Z SE0 Menu

850 Evont (D: 650873 Reglonal Water Board:  Reglon 4 - Los Angeles
Splil Location Nama: Manhole 570 Agency: San Gabriel City
WDID: 455010427 Sanltary Sewer System:  San Gabriel City CS

General Info  Spill Refated Parties  Altachments

Open Relatad Viclation
Note: Questions with *™ are required to he answered to certify fhis report. You have 5335  minules fo save your regurt before your session explres.

Questians with prefix 1, do not exist n Gatogory 2. Ve i\
X A
Subimit Drafl On: ] \\ &{_’_ C’\D\ERW } i \i{
st Updated By: BRUCE D, MATTERN \vd - &#‘ :
2,60
1- Spill Typa: $80 Category 2 "
2 - Version; 2

Physical Locatlon Details

%3 - Splil location name: [Manhole 570 l
%4 « Latitude of sgill locatlon: | {dog.] | miln. | |sac. OR[34.112778] dacimal degreas how Ma
*5 - Longltude of spll location: E ] deg. ] o | | s0c. OR decimal degrees LShow Map|
6 - Streot number; [ 7-strestdlection:| 7
8 - Stroot name: [Crange | 9-Stresttype: |Sireal -~ 10 -SuitelApt: 1
11 Cross street, fiiltan wey j

12 - Gity: [san Gabriet | 13-Stater [CA T 14-Zip o7 ]

%15 . Gounty: |Los Angeles

18 - Splll iocation description: manhole on maknline sewer in street
{Use allachment if lecation description is more
than 2000 charaters) st

#17 - Regional Water Quallty Control Board: | Region 4 - Las Angeles

Spilk Detaits

Building or structure N
Combined sewer D, i

*g. Splif appearance point: .
Forca main or prassure sawer 4"

{Held Ctr key 1o Sslect Mulliple answers from the listy

18 - Spill appearance polnt explanation:
(Required If spill appaarance point is "Other)

*20 - Did the splil discharge to a dralnage channal andfor surface water? ! Ne (Wfew History)
*21. Dld the splll reach a separate {|.6,,not combined) storm drainplpa? INO aw History)

*#22 - If spill reached a soparate storm drainpips, was all of 178 wastewater | Not Applicable - Spill did nol reach a saparate storm dralnpips -
fully captured from the separate storm drain and returned 1o (he sanftary  Histon)
scwer system?

23 - Private lateral spill?
24 - Name of responsible party (for private lataral spill only, if known): | |

#25 - Final spill destination; Beach

Hold Ctri key to Selac! Multipl 5 fram the list Building or siruciure
¢ o ta Selsat Mullple answers ffom fhe fisl Combined storm drain {combined CS only)

26 - Explanation of final spill destination:
(Required if final spill destination fs "Other”)

¥27 - Estimated spitl volume; Qﬂllons {igw Histery)




cwQe Navigate te: | MMLHQL?J_&Q&&H.}

You are logged-in as: jberrey. If this aceount does not belong to you, pleass log out,
$80 - General Information [3] 850 Menu

S50 Event 1D: 711718 Raglonai Water Board: Reglon 4 - Los Angeles
Spllt Locatlon Nama: 1039-1045 E. Valley - LA County Maintine Backup Agancy: i_S_an_Gghr_i‘el City -
WDID: 488010427 Sanitary Sewer System: “SanGabriel Gity CS

General Info  Splll Related Parties  Attachments

Onen Related Viclation

Nole: Quastions with "™ ape required lo be answered te certify this report. You have '59:20 minules lo save your report before your session expives.
Quesfions with prefix 1, do nol exist In Cafegory 2.

Submit Dralt Or: E\S%i{— {\@{ %"‘t g’ieﬁi

Last Updatad By: BRUCE D. MATTE 'Z){) D GY”;.QJ
L
1-Spill Type: SS0 Category 1 )
2 - Verslom: 1

Physical Location Details

*3 - Spill locatlon name; [1839-1046 £. Valloy - tA County Mainiing Backup |
*4 . Latltude of spill focation: { | de. [ Jmin. [ | sec. OR[34.083333] decimal degrees LShow Map]
*5 « Longitude of splll focation: [ ideg, [ Jmin, | | sec. OR[118.08333] docimal dogroos LShow Map ]
8 - Strast numbar: 1038-1045 7 - Siraat diractlon: IE;ST T
8 - Streat name: [Valley bivd ] 9-Streettype: ;‘5{,‘.];;;;1“‘? 10 - SultetApt: E::;
11 - Cross sireet: [Vachon ]
12 - City: [San Gabriel 1 13- State; iE;AWm 14 . Z\p:
N JU—
18 - County: [Los Angoles
16 - Spill location dascription: LA Counly San Dist manhele. County mainline sewer just
(Use atlachment if location description s more  |aast of Rubin Wash on Valley Blud
than 2000 charaters)

*47 - Raglonal Water Quality Control Board: IRegiDn 4 - Los Angeles

Splll Potalls
*1g. Spllt appearance pofnt: Bquil:lg or structura S
{Hoid Ciri key tn Seleci Multiple answers from the list). Combined sewer D1

Force main or pressure sewer %"

19 - Spill appsarance polnt explanation:
(Required if spill appearance paint is "Other")

*20 - Did the splil discharge to a drainage channe! and/or surface water?

*21 . Did the spill reach a separate (i.e.not combined) storm drainpipe?

*22 - If spill reached a separate storm drainplpe, was all of the wastewator | No
fully capturad from the saparats storm drain and returned to the sanltary  Hiziend
sewer sysfem?

*23 . Private lateral spill?

24 - Narne of responsible party {for private lateral spill only, if known): | f

*25 - Final spill dastination: g“ﬁ" ot q&*
kay t from the list uilding or struclure ¥
{Hold Cirl key to Selact Multiple answers from the list) B e combinad CS orl) % sty

26 - Explanation of inal spili destination:
(Reguired if final spill desfination is "Other")

*27 - Estimated spill volume: gallons (ign Histany)




*20 - Estimated volume of spill recovarad:
20 - Estimatod curront spifl rata {If applicable):

*30 . Estimated spill start dateftima:

#31. Date and time sanitary sewer system agancy was notlfled of or
discovered splH:

*32 - Estimated Gperator arrival dateftime:
*33 . Estimatad spill and dateftime:

*34 - Spill cause:

35 - Spill causs explanation:
{Required If spill Cause is "Clher")

#36 . Where did fallure occur?

37 - Explanation of Where Failure Occurred:
(Recired if Where Failure Occurred is "Other")

38 - If splli caused by wet Gvealher. choose size of storm:

39 - Diameter of sewer pipe at the point of blockage or spill cause (if
applicable):

40 - Material of sewer pipe at the point of blockage or splil cause (if
applicable):

41 - Estimated age cof sewer pipe at the point of blockage or spill cause {if
applicable):

42 - Description of terraln surrounding the point of blockage or spill
cause {if applicaide):

*43 - Spill response activitles:
(Hold Ct:l key to Select MuRiple answers from the lisl)

A4 - Explanatlon of spitl respense activities: .
(Requirad If spill response activities is "Other”, use altachment if the text is more
Ihan 1700 characters)

*1.2 Spilt response completion date:

45 - Visual Inspection results from Impacted receiving water:

*1.3 - Haalth warnings posted?

46a - Name of Impacted beach(es)

*46b - Name of Impacted surface water{s}:

*1.8 - 1s there an ongoing Investigation?

*4.7 - Wator quality samples analyzed for:
(Hald Cirl key to Select Multiple answers frum the [is{)

1.8 - Explanation of water quality semples analyzed for:
{Raquired if waler quality sampies analyzed for s "Qther chemical Indicator(s)®,
"Biological indicator{s)", or "Other")

*1,9 - Water quallty sample rasuits reported To:
(Hold Clil key to Select Mulliple answers)

140 - Explannﬂnn' of water quality sample resulls reported to:
(Required if water quality sample resLits reported to is "Other”)

141 - Spill corrective actlon takem
(Hald Cil key to Select Multiple answers {ram the list)

galtons (view Histern
I: gallons per minute

prizizoos_ JHHI{A

Gif15

pmzizoes | R0 T

oi1z/2008 | (14

jas o

przzoms |z (a5

Date Format: MMW/OD/YYYY

Date Farmal: MM/ODIYYYY

Date Formal: MM/DD/YYYY

: Date Formal: MM/DDIYYYY

| Grease deposition (FOG)

[iFza00s B 7

{30

Date Format: #4MWDDIYYYY

JNe

MIAA

Rublo Wash

Dissolvad oxygen
Bivloglcal Indicator{s) - specily below

Qlher chemica! indicator(s) - speciy below

County Health Agency

Mene of the above

*
Regional Water Quality Contral Board V

Added sewer to preventive malntenance program
Adjusted sehedulaimathod of preventive maintenanes
Erdorcement action agsinst FOG source Il

FS



Meny l,t'E!EIL"ﬂ out

CIWQS Navigats to: ]
You sre logged-in as: |berrﬁ]r I this acrount does nat belong lo you, please log out
S50 - Ganeral Information [7] S50 Meny
S50 Event IN: 7190067 Reglonal Water Beard:  Region 4 - Los Angalss
Spill Looation Name: Hermasa Or & San Marino Ave Intersaclion Agency: San Gabriel Cily
WOID: 455010427 Sanltary Sewer System:  San Gabriel City C3

General [nfo  Spill Related Parties  Attachments

[Submit Draft On:

Last Updated By: BRUCE D, MATTERN
1-8plll Type: 850 Category 2
2« Varslon: p

Physical Location Details

\Wote: Guestions with "™ are required fo be answered to cedtify this report, You have
‘Quastions with prefix 1. do not exist in Category 2.

1' ST ,' {', P
ok cavh hed

538 minutes fo save your rapert befora your session axpires.

*3 - Spill losation name:

[Hermasa Dr & San iaring Ave Inlersection |

*4 . Latliude of spill location: : | | dagy. [ Jmin.{ | sec. OR[34.083533] decimal degrees Show Map
*5 . Longituds of epill location: I |deg. | Jmin. | | sec. OR[118.68533 decimal dagrees Show Map

4 - Strest number:

[ 7-strestdirection: I'“"”

8 - Strael name: |

| 9-Sireot type: E"—'

10 - Sulte/Apt: I:|

11 - Cross stroet: |

12 - City: {

ezip [ ]

*16 - County: fG;;’mga-I;sm

16 - Spill locaticn descriptlon:
{Use attachment if jocaion description is more
than 2000 charaters)

*17 - Raglonaf Water Quality Gontrol Board: | Region 4 - Los Angules

Spill Details

18- Spill appearance point:
{Held Ctri key {0 Select Muliple anewers from fhe list)

18 - Spill appearance polnt explanation:
(Required # spiil appesrance paint is "Other")

*20 - Did the splil dischargs to a dralnage channel andlor surface water?

31 - bid the spill raach a separate {i.e.,,not combined) storm drainpipe?

*22-1 Spill reachod o separate storm drainpipe, was all of the wastewater
fully capiured from the separate storm drain and retusnod to tha sanitary
sewer systam?

23 - Private latera? splli?

24 - Name of responsible party {for private lateral splli onty, if known);

*28 . Finaf splll destination:
{Hold Cirl key to Selact Multiple answers from the Iisl)

26 - Explanation of final spil| destination:
{Reguired If finst spill destination Is "Other'}

*27 - Estimated spili vahnma:

Building or sluclure
Combined sewer (.4,
Force main or pressure sewerv

TFo =7 e Histonn
[No 77 ow History
| Mot Applicable - Spill did not reach a taparate storm drainpipe (Vo
Histary)
Mo
[
Bsach _,A;,

Bullding or structure
Gombined storm drain {combined GS only) 'V' (Viny Mistory)

allons @ien tisiory



28 - Estimated volums of spil recovered:

29 . Estimated current spill rate (if applicable):

*30 - Estimated Spill start dateftime:

*34 - Date and time sanltary sewer system agenay was notifled of or
discovered splil;

*32 - Estimated Operator arrlval cateftimae:
%33 - Estimatet! splll end dateftime:

*34 - Spill cause:

35 - Spill cause explanatlon:
{Reguired if splli Cause is “Other")
*36 - Where did fallure occur?

37 - Explanat/on of Where Fallure Occurred:
(Required if Where Faiture Ooeurraed is "Other”)

38 - I spill caused by wet weather, choose size of storm:

39 - Diareter of sewer pipe at the polnt of blackags ar splif cause {if

applicable):

40 - Material of sewer pipe at the point of blockage or spill causa (If
applicable):

pakona (fisw Histery
gallons per minute

- [BEAOA/Z008 | AT OB  <ix

beioaizsos|HTH[es

Ferowzoos | T o5

[Ferazooe [R5 <7

= Dafe Farmat: MAM/DD/YYYY

- Date Farmat: MM/IDDAYYYY

i Date Format: MMWDDIYYYY

Date Farmat: MM/DDIYYYY

;Debfi-General

[ In;:;;;s
(I

41 - Estimated ags of sewer pipe at the point of blockage or spill cause (If E:I

—

applicable): .

42 - Description of terraln surrounding the point of blockage or splif
cause (If applicable):

*a3 - Spill response activities:
(Hotd Gt key to Salsct Mullipla anawers from the list)

44 - Explanation of spili response activities:

{Required # spill response activiies is "Other”, use altachment i the lext Is more

than 1700 characlers)

45 - Visual Inspection results from impacted receiving water:

48a - Name of impacted beach(es) :

%485 . Name of impacted surface water(s):

Notlfication Datails

47T - OES Control Number
{Required for Categary 1 - see S50 Monitoring and Reperling Program
Requiremenis}

48 - OES Calied DatefTime

(Required for Category 1 - see S5O Menitoring and Reporting Program
Requirements):

42 - Roglonal Water Quality Control Board notifled dateftime:
50 - Method Notification

81 - Name of Statf Contacted

62 - Phone Number of Staff Contacted

63 - Other Agency Notified:

54 . Was any of this spill report Information submitted via fax (or
electronically) to the Regional Water Quality Contro) Board?

66 - Date and time spll} repard information was submitted via fax (or
electronlcally) to the Reglonal Water quality Gontrol Board:

{required if spill report information submitted via fax fo Regional Water Board {s

"Yes")

Gifoo

lug

wofoo

Date Format: MMIDDIYYYY

. Date Format: MM/DDIYYYY

¢ Date Formal, MMW/DD/YYYY



Menu| Help | Log out
ciwQs Navigate to: | RS
i You are legged-in as: jberrey, If this account does not belong to you, piease log out.
$80 - General Information [7} 580 Menu .
550 Event iD: TA9817 Reglonal Water Board: Region 4 - Los Angeles
Spill Locatlon Name: Del Mar @Hermosa Interseclion Agency: 8an Gabriel City
WhID: 455010427 Sanilary Sewer System:  San Gabrial Cily CS

Ganerel Info  Spil Related Parties  Atlachments

Not cerhified

Note; Questions with *™ are roquired to be answared to centify this raport. You have 5G4 mirutes lo save your report belore your session expires,
Quastions with prefix 1. ao not exist in Category 2.

2 - Versiom:
Physical Location Details

*3 . Splll lacation name:

Submit Oraft On:
Last Updated By: Michael Paulas
1 - Spill Type: 880 Category 2

1

[Deal Mar @Hermosa Intersection

*4 - Latitude of spiHi location: i ideg. [ [, | | soc. OR[34.09611_] decimal degrees | Show Map
*5 - Longitude of spi location: [ | deg. | [ min.{ ] sac. OR[-118.10583 decimal degress Show Map ]

& - Strent number:

7 - Streut direction: [jgmy T

8 - Streat nama: |zel War 1 8-Streettype: [Agenua .- 10 - Sulte/Apt: [::::;
11 - Gross streel: [Hermosa |
12 - Clty: [San Gabriel ] 13-State: gy 14-2Zip: 91778

*15 - Caunty: |Los Angeles

18 - Spili location description; Maninline calch basin; slight bubbling up thru manhole lid %
(Use attachment If location description is more  |openings
than 2000 charaters) )

117 - Reglonal Water Quality Gontrol Board; | Region 4 - Los Angeles

Spill Details

Bullding or structure .‘
Combined sewer D.1. i
Force main oF pressise sewer %

*18 - Splll appearance point:
{Hald Ciri key o Selact Multiple answers from the list)

1% - Spitl appearance point explanation:
{Required if spl appaarance point is "Other")

*20 --Bid the spill discharge to a drainage channal andior surface water?

*21. Did the spill reach a separate (f.e.,not eombined) storm drainplipe? [}:1‘0 {vfave Hislory)

*22 - If eplll reached a soparate storm drainpipe, was all of tha wastewater | Not Applicablie - Spill d d not roach a separate storm drainpipe
fully captured from the separate storm drain and returned to the ganitary  Hislond
Sower systom?

*23 . Private lateral split?

24 - Name of responslble party (for privata lataval s plil only, if known): | |

Beach
Bullding er structure :
Combined storm drain {combined CS only) |

*25 - Final splll destination;
{Hold Ctrl key to Select Multiple answers from the list)

26 - Explanation of final splil destination:
{Required ff final spill destination is "Cthe:"}

gallons (iew Hision

%27 . Estimated spitl volume:




28 - Estimated volume of splil recovered: galions (e History)

29 . Estimated current spill rate {if applicable): galions per minute
*30 - Estimated spill start date/time: TR Date Format: MMIDDIVYYY

*31 - Date and time sanltary sewer system agancy was notlfied of or 0240812010 §mm o9 Dats Format: MM/DDIYYYY

discovered spill:

¥82 . Estimated Operator arrival dateltime: 0210872010 ;fﬁfﬁj 09 v Dals Format: MM/DDIYYYY

%t Dals Format: MMIDDIYYYY

*33 - Estimated spill end datedtime; ' 5 020875010 31T o8 "

*34 - Spill cause: | Debri-Gensrat

36 - Spill cause axplanation;
(Required ¥ spilt Cause is "Omer'}

*36 - Where did fallure oceur? [

37 . Explanation of Where Failure Dccurred:
{Required if Whera Failure Cecurred is “Other'}

38 - If sphl caussed by wet weather, choose size of storm:

38 - Diameter of sewer pipe at the point of biockage or spill causs {if [ inches

applicablex:

40 - Material of sewer plpe at the polnt of blockage or splll cause (If [:'
applicable):

41 - Estimated age of sewer pipe at the point of blockage or spill cause (if
applicable) l:l

42 - Description of terrain surrounding the point of blackage or spill
causae (I applicable):

R

*ag. Spill response activitias:
{Hold Cil key to Select Multiale answers from the |ist)

Co
inspacled sewer using CCTV to determine cause

44 - Explanation of spitl responss activitios: i
{Requlred i spill response activilies Is "Other”, use attachment If the text is more
than 1700 characters)

45 - Visual inspectlon resulis from Impacted recelving water:

46a - Name of impacted beach(es) :

%48b - Name of Impacted surface walsr(s):

Notification Details

47 - QES Control Number %

{Requlred for Category 1 - see SS0 Monitoring and Reporling Program
Requirementsy:

43 - OES Called Date/Time ! JRTE67: 10077 bate Format: MMIDDAYYYY
{Required for Categery 1 - see SO Monitoring and Reporling Program
Requirsmantsy

49 - Reglonal Watar Quality Control Board notifled dateftime: * Date Format: MMID[)IYY'{\'

" 50 Method Notification [ |

51 - Name of Staff Contacted O |

52 - Phone Number of Staff Contacted [ |

33 - Other Agency Notlfied:

54 - Was any of this spill report information submitted via fax (or
electronically) to the Regional Water Quality Control Board?

&6 - Date and tima spill report Information was submitted via fax {or
alactronicatly} to the Regional Water quality Cantrol Board:
Gragufred if spill report information submitted via fax to Regional Water Board i3
"Yes")

Date Format: MM/IDDIYYYY




$80 - General Information (7] S50 Men

Meny | Help Log oul

Navigate to; ]
You are logged-in as: jberrey. If this account does not belong to you, please log oui.

§S0 Event ID: 749818
Spill Location Nams: 5818 Charlotle Street Manhcle
WDID: 453G10427

Gengral Info  Spill Related Partios  Attachments

Roglonal Water Board:
Agency:
Sanltary Sewer System:

Reglon 4- Los Angeles
“gan Gabiel Clty
San Gebrel City CS

ok

e

en e tion

Note: Quastions with *
Questions with prefix 1. do not exist in Category 2.

Submit Draft On:

Lasl Updaled By: Michael Paules
1 - Spilt Type: S50 Category 2
2 - Version: ’ 1

Physicai Location Details

Nt Cay hﬁ@ﬁ}i

*» are raguired to be snswered fo cerify this reporf. You have 593=t mipirtes lo save your report bef;:re yourr sesslon expires.

3. Spill location nama: [5818 Charloile Sireet Manhole

| deg.|

{Hold Ctd kay to Select Mullipfe answers from tha list)

19 - Splll appearance point explanation:
{Requirad if spill appearance pointis "Other"

*20 - Did the spill discharge to a drainage channel andior surface water?
*24 . Did the spill reach a saparate {i.a.,not combined) storm drainpipe?

*22 - Bf spill reached a saparate storm drainpipe, was all of the wastawater
fully captured from the separate storm drain and returned to the sanitary
sewer system?

*23 - Privata lataral spllt?
24 . Name of responsible party {for private lateral spill only, If known);

*25 - Final splil destnation:
(Held Clrl key 1o Select Mullipie answoers from the list)

26 - Explanation of final spil| destination;
(Required if final spill destination is "Other"y

*27 - Estimated spill voluma:

*4 - Latitude of spiii location: f | min. | | sec. OR{34.10561 | decimal degrees [ Show Map |
*& - Longitude of spll location: { | cteg. | frnin, [ | sec, OR[-118.088532 decimal degrees Show Maj
8 - Straet pumber; 7 - Streat direction: iﬁ-o?l_ﬁhm—m
8 - Strest name: JChaﬁnuﬂ_ | 9 Stroot type: [m,;;,; """" 10 - Suitelapt: [
11 - Cross stroet: [Eim st i
12 - Clty: [San Gabrel 13-State: a7 14-2ipe (51778
“15 . County: [Los Angalas
18 - Splif locatlon description: Malnfine sewer sireet manhale: bubbling up thru manhole =,
{Use allachment if location description is more  |iid openings
than 2000 charaters)
*17 - Reglonal Water Quality Controt Board: ? Region 4 - Los Angeles
Spill Detalls
*18 - Spill appearance point: Bullding or strucure h

Combined sewer D.1.
Force main of pressure sewer

Beach
Building or structure
Gombined sterm drain {combined CS only} V’ (View History)

[100:0 " Jgalons (view Histard



28 - Estimated velume of splil recovered:

29 - Estimated current spll| rate (if applicable):

*30 « Estimated splil start date/time:

*31 . Date and time sanitary sewer system agency was nolified of or
discovered spili:

*32 . Estimated Operator arrival date/time:
*33 . Estimated spiif end date.'tlm.e:

*34 - Spill cause:

35 - Spill cause explanation:
{Required # spill Cause is "Clher")

*36 . Vhere did failure occur?

37 - Explanation of Where Fallure Qecurred:
{Required if Whers Failitre Oceurred is "Other”)

38 - if spill caused by wet weather, choose slze of storm:

38 - Dlameter of sewer plpe at the point of blockage or spill cause (if

applicable}t

40 - Material of sewer pipe at the point of blockage of spill cause (if
applicabie}:

galions (Vi Histon)

galiens per minute

[earosracio ;| IATRIGE T

t[1575% Dato Format: MMIDDIYYYY

[oeraarzote__ B {ve

t[22 7% Dato Farmat; MMIDDIYYYY

fozigreoro | FELGE R,

Date Format; MM/DDIYYYY

fozroarzoia_ | (HEL(TE

Date Format: MM/DDIYYYY

| Debri-General

[ inches

—

41 - Eslimated age of sewer pipe at the point of blockage o spill cause (If [ |

applicable}:

42 - Description of terraln surrounding the point of blockage or spill

cause (if applicable):

*43 - Spill response activities:
{Hold Cil key to Selact Multiple answers from the list)

44 « Explanation of splil response actlvities:

{Required if spill response activiies is "Other", use attachment if the textis mere

than 1700 characters)

45 - Visual inspection resulls from impacted recelving water:

48a - Name of iImpacted beach(es)

*48h - Mamae of Impacted surface water{s):

Notiftcation Detaifs

47 -~ OES Control Number
(Required for Gatégory 1 - see SSO Monitoring and Reporting Program
Reyuiremenis):

48 - OES Called DatefTime

{Required for Catepory 1 - soe S50 Monitaring and Reparting Program
Requirements):

45 - Reglonal Water Guality Control Board notified date/time:
§0 - Mathod Netification
51 « Name of Staff Contacted

52 - Phone Number of Staff Contacted

53 - Other Agency Notlfiad:

54 - Was any of this spill report Information submitted via fax (or
slectronicaily} to the Regional Water Quality Control Beard?

56 - Date and time 3plll report information was submitted via fax {or

electronically) to the Reglonal Water quality Control Board:

(required if spill repert information submitted via fax to Regienal Water Board |s

"es")

C Bt Do fy b (el

Yok In

—

Cleanad-up (mifigated ef]

Contained ail or partion of ¢

s of spit) P
v

Inspecied sewer using CCTV 1o determine cause

00 -+ Date Fermat: MM/DDIYYYY

{060 %% Date Format: MMIDDIYYYY

]

]

i,

10077 Date Formak MMPDIYYYY



Menu | Help { Log out

CIWQS Mavigate to: I ;
You are logged-in as: jberrey. If this accounl does not belong lo you, please log out.
S50 - General Information [71 S50 Meny .
550 BventiD: PTI58E Reglonal Water Board:  Region 4 - Los Angolos
Splii L.ocatlon Name:; 117 W, Morwood 5t Agency: San Gabriel City
WDID: 458010427 Sanitary Sewey System:  San Gabriel Clty CS

General Info  Splll Related Parties  Attachments

Certified by Steve Preston (City Manager) on 11/30/2011 at City of San Gabriel
(Certification |D 957823)

| g

jOpen Related Violation

Quesiions with preiix 1. do rot exist in Calegory 2.

Submit Drafl On: 11/30/2011

Last Updaled By Stovo Prosion
1 - Spill Type: S50 Category 2
2. Verslon; 1

Physical Locatlon Detalls

riofe; Guestions with *™* are required to be answered to certify this report, You have 59:19  minutes fo save your report before your session expires.

*3 . Spill location nama: [117 W. Nerwood St

%4 . Latiude of spill localon: { | deg. | | min, | | see, OR[34.07661 | decimal degress [ Show Map |
*5 - Longitude of spill Iocation: { |deg. | | min, | | sec. OR[-118.10054 decimal degrees 1 Shew Map |
6 . Stresl numnber: 7 - Streat cirsction: [\yaat
8 - Strest pame: |Norwoord ] o-Steesttype: [Roag .- 10 -Suiteldpt: [ ]
11 - Cross straat: [Del Mar Ava !
12 - City: [san Gabriel | 13-State: [gATTF 14 ZIp: [57776
*15 - County: [Log Angelca

16 - Spill location description:
{Use altachment if lacation descrptfon is more
thar 2000 charaters)

Sewer |ine running along private property.

17 - Ragional Water Guality Control Board: |Reglon 4 - Los Angsles

Spill Detalls

48 . Spill appearance point:
[Hald Cirl Key to Select Mullipte answers from {he list)

18 - Splll appoarance point explanation:
{Required If spilt appearance pointis "Other")

*20 . Did the spill discharga to a drainage channel andior surface water?

*21 . Did tha spill reach a separate (i.e. not combined} sterm dralnplpe?

Cambined sewer D4 N
Force main or pressure sewer

Sawaor claan cut on propany,

fNo " (iew Histors

[F6™™ camstsony

- Spill did not raach a separato storm drainpips

fulty captured from the separate storm dralh and returnod to the sanitary
sewer systam?

*23 - Private latoral splil?
24 - Name of responsibts party (for private lateral spill only, If known):

*25 - Final spllt destination:
(Held Cirl key lo Seleet Multiple answers from the list)

*22-If spili reachad a separate storm dralnpipe, was ail of tha ter

| Not Appli
Hister)

I i

Beach Py
Combined storm drain (combined CS only) pY (Vigw Hislory




26 - Explanation of final spill dastination:
(Required if final spilt deslination Is "Other'}

*27 - Estlmated spili volume: pallons (view History)
28 - Estimatad volume of spill racoverad; pallons (iew History)

29 - Esfimated current spill rate {if appticable): gallons per minule
*30 - Estimated spill start dateftime: - pemsizotT )RR [14 {005 Date Format: MMDDIYYYY
#31 - Date and time sanitary sewer system agency was notifled of or IOE\!‘I 5/2011 m 14350 I e 7 Date Format: MNIDDIYYYY
discovered spill:
*32 . Estimated Oparator arrlval dateftime: : 05/15/2011 m_] 14 Date Formal: MMODIYYYY

Dale Format: MMDDAYYYY

*33 - Estimated spill end date/time: - menganil ] 1s

*34 . Splll cause: . {Root intrusion

35 - Spil cause explanation:
{Required Il spill Cause is "Other")

) *36 - Where did failure occur? m'lain

37 - Explanatfon of Where Failure Occurred:
(Required il VWhere Failure Occuired is "Other")

38 - H spill caused by wet weather, choosa size of storm: ]m'm““”"'

39 - Diametar of sawer pipe at the point of blockage or spill cause {If m inches
applicable):

40 - Material of sawer plps at the point of blockage or splll cause {if [ 1
applicabla):

41 - Estimatec age of sewer pipe at the point of blockage or spill cause (if
applicabla): [::::]

42 - Description of terrain surrounding the point of blockage or spill 1 e

cause {if applicable):

Cleaned-up (miligated effecls of spilt) oy
Contalned all or portion of spid i
inspacted sewer using COTV to determine cause b

*43 - Spill raspanss actlvitles:
(Hoid Ctrl key to Setect Mullipie answers from (he listy

44 - Explanation of spill response activitles:
(Required If spill /asponse activities is "Other”, use attachmant if the text is mare
than 1700 characters)

45 - Visual inspection results from Impacted receiving water: ]

463 - iName of limpacted beachies) :

¥46b - Name of Impactad surface water(s): Not applicable

Notiflcation Dotalls

47 - OES Control Number —
{Required for Category 1 - see S50 Monitoring and Reporting Program
Requirements).,

43 - OES Called Date/Time ;Iiiiﬁjoo Joh|90 T Date Formal: MMIDDIYYYY
(Recuired for Category 1 - see SSO Monitoring and Reporting Program I
Requiremenish:

49 - Reglona! Water Quality Gontrol Board notified datefiime: 1|00 % Date Format: MMIDDIVYYY

50 - Method Notification | |

51 « Name of Staff Contacted | !

52 - Phone Number of Staff Contacted f ]

53 - Other Agency Notified:

44 - Wae any of this splll report Information submitted via fax {or
elsctronisaily) to the Regional Water Guality Control Board?



Mo | Helo | Leg aut

Navigate to: | i
You arg legged-ih as: jberrey. If this account doas not belong to you, piease lag out

$S0 - General Information (7] S0 Meny

S§80 EventID: TTR3B2 Ragional Water Boardt: Region 4 - Los Angeles
Spill Locatlon Name: King St Agency: San Gabriel City
WDID: 455010427 Santtary Sower System:  San Gabriel City C8

General Info  Spill Related Parties  Allachments

Certified by Steve Preston (City Manager) on 01/25/2012 at San Gabriel
{Certiffcation iD 409527}

AT
glated Vio|g]

Note: Questions with *™ are requirad to be answarad to cortify this ropoit, You have 5228  minules to save your repont before your session expires.
Questions with prefix 1. do ao! existin Category 2.

Suomit Draft On: HONa62012:
Last Updated By: Steve Preston
1 -Spill Type: S50 Category 2
2 - Version: 1

Physical Location Details

*3 . Splll location name: [King st ]
*4 . Latitude of spilt loeation: | | deg. | Jmin. { | sec. OR[34.08777 | decimat degrees Show Map
*5 - Longltuda of spill lacation: [ | deg.| Jmin. Jsee. OR[118,10293 decimal degrees [ Show Map |
6 - Stragt number: 7 - Street diroction: [South
8 - Street name: [king | 9-Siresttype: fgieel G 10-Suitefpt[ |
11 - Gross strast: . [Crange 1. |
1
12 « City: [5an Gahiiel ] 13-State: [ea 14-2ip: [o1778
*15 - County: [Los Angales -
16 - Spill lacatlon description: Backyerd Sewar main ovarlowad on 1o bark yard

(Use allachment it ocatlen description is more  Jeaserment,
than 2000 charaters)

*17 - Reglonal Water Quality Control Board: | Regiond - Los Angelas

Spill Datails
*18 - Spill appearance poink Buildtng or structure e
(Hold S key to Sefect Mulfiple answers from the st Gombined sower D

Force main oF pressure sewer %

19 - Splil appearance polnt explanation:
{Requirad if splll appearance point is "Other')

*20 - Did the splll discharge to a drainage channel andfor surface water? "N I (e Hislony)

¥21- Did the spill reach a separata {i.0.,net combined) storm drainpipe? HNo _.... {¥iow Historv)

*22 - It spill reached a separata storm drainplpe, was all of the wastewater fNoi Applicable - Spill did nol reach a separate sterm drainpipe - (iow
fully captured from tha separate storm draln and returned to the sanitary i

sewer system?

*23 - Privats latsral spilt? [-I“\IBAQ

24 Name of respons hle party (for private lateral spill only, If known): [ ]

%25 . Final spill destination: Beach Fey
[HOId Girl key to Select Muftiple answers from the list) . Building or slructure
Gombined storm drain (combined GS only} % (e Histony)




26 - Explanation of final spill destinatlon:
(Requirad if final spii destination is "Othar’y

¥27 . Estimated aplil volume: gallons ivisw Hislond
28 - Estimated volume of splli recovered: gallons (Visw Hislor)
29 - Estimated current spiit rate (if appiicable): gallons per minule
*30 - Estimated spll start date/time: [oerzirzont | HHR{E5™S ¥ Date Format: MMIDDIYYYY

*34 . Date and time sanilary sewer syslem agency was notified of or [o6/2172011 Fﬁﬁu 08

discovered spili:

- Date Format: MM/DRAYYYY

*32 . Estimatod Operator arrival date/time: [pere1rzot (MM os-7:

¥ Date Format: MMIDDIYYYY

*33 - Estimatod spill ond dateftime; [o&izi7zo11 | PR 05

Dato Format: MMDDIYYYY

*34.5pil cause: . [Debri-General

35 . Spill cause axplanation:
{Required if spill Cause is "Ciher")

g

*36 . Where did fallure occur? Main

27 - Explanation of Where Fallure Occurred:
[Required if Where Failure Ocowsred is "Other')

38 - If spill caused by wet weather, choose size of stora:

39 - Dlameter of sewer plpe at the point of blockage or spill cause (if
applicable):

40 - Matarial of sewer pipe al the point of blockage or spill cause (If
applicable}:

41 - Estimated age of sewer pips at the point of biockage or spill cause (if
applicable):

42 - Description of terrain surrounding the point of blockage or spill ]""""“.'-7
cause (if applicabia):

inches

1
(I
]

*43 . Spill response activitles:
(Hold Ctil key 1o Setect Mulliple answers from lhe list}

Contained all or portion of spill
Inspecied sewer using CCTV lo determine cause

Ty

44 - Exptanation of eplli response actlvitles:
{Required if spill responae Getivities i3 “Other”, uso attachment if the text is more
{han 1700 characters) .

45 - Visual Inspecilon results from impacted receiving water:

463 - Name of impacted beach(es) ;

*48h - Name of impacted surface water(s): None

Motifleation Detalls

47 - OES Control Number |:|

{Required for Category 1 - see SSO Monitoring and Reporting Frogram
Roguirements):

48 - OES Callod Date/Tima | e

{Required for Category 1 - see SSO Monitoring and Reporiing Program
Reguirements):

“1Jo0 0 Date Formal MMADDIYYYY

48 - Regional Water Quality Control Board natlfled date/time:

00 .7 Date Format; MMWDD/YYYY

&0 - Method Notification E

81« Name of Staff Contacted f

52 - Phone Number of Staff Contacted {

83 - Other Agency Notified:

54 - Was any of this spill report information submitted via fax [or
elactronically) to the Reglonal Water Quality Control Board?



Attachment 4

SSMP Chapter 4, Section 4.2 — Compliance Documents



OPERATIONS & MAINTENANCE PROGRAM 4-2

4.2 Compliance Documents

The documents supporting compliance with the requirements for Operations and
Maintenance are as follows:

“l_‘l.l_l —ARrsin — sisirzian

o CCTV and Visual Inspection Program

* Integrated Emergency Response Program
o Waste Water Management Plan

The above referenced documents are available at City Hall, in the Community
Development Department, office of the City Engineer.

4.3 Roles and Responsibilities

The roles and responsibilities of staff supporting compliance with the Measures and
Activities are as follows:

City Engineer

e Sewer mapping
o Sewer evaluation and rehabilitation activities

Public Works Manager

* Routine operation and maintenance



Attachment 5

SSMP SSO Emergency Response Procedures

(Page ERP-1)



City of San Gabriel Emergency Response Procedures
Sanitary Sewer Management Plan April 21, 2009

SS0O EMERGENCY RESPONSE PROCEDURES

This section describes the actions the City of San Gabriel will take in
cooperation with the SWRCE to address discharges of sanitary sewer
pollutants to surface water bodies from the wastewater collection system.

A. Receipt of Information Regarding a Sewer Overflow
An overflow may be detected by residents, City employees, or by others.
City maintenance staff is responsible for receiving phone calls from the
public of possible sewer overflows from the wastewater collection system,
and for responding to the calls.

Telephone calls from the public reporting sanitary sewer overflows are
received by the Community Development Department office staff during
regular office hours and by an automated answering service during other
hours. An emergency phone number is on file with the Police Department,
and calls are forwarded to City maintenance staff. The emergency phone
line is available 24-hour a day, 365 days a year.

1. The call receiver shall obtain all relevant information available
regarding the overflow including:

Time and date call was received;

Specific location and description of facility;

Description of problem;

Time the overflow was noticed by the caller;

Callers name and phone number;

Observations by the caller (e.g. odor, duration, amount);

Other relevant information that will enable the responding
investigator and crews, if required, to quickly locate, assess and
stop the overflow; and

h. Any information that is requested on the “Sanitary Sewer
Overflow Report Form” (attached) that may help in responding
to the overflow.

@00 oD

2. The call receiver then records the overflow information on the
information form (attached) and notifies the City maintenance
personnel.

3. If spill is larger than 1,000 gallons, may imminently and substantially
endanger human health or cause a fish kill, then the office of the
California Emergency Management Agency (800) 825-7550 must be
notified by the discharger within 2-hours of the becoming aware of the
discharge, in accordance with California Code Section 13271.

ERP 1
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Example Sewer Complaint Call Log
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Attachment 7

Example Sewer Daily Logs



SEWER DAILY LOG

b o Y

CREW LEADER: : ,.rf\é’f:«f“ DATE: 3 — Y
CREWMEMBER: '@' v Lol 7

LOCATIONS AREA | NORTH | SOUTH | EAST | WEST TOTAL
COMMENTS:
EMERGENCY:

LOCATION NATURE OF TIME FOOTAGE
EMERGENCY | SPENT

{Le et - \@’gﬁg S e [loHC (erers? &
SN Japen, et ggpl HerdugD

[ R T PR AN NP S ¢
WATER LOG

LOCATION NITMRER GAT.I.0NS




(Y
f/_ J
SEWER DAILYLOG D
' 1 ZI_,f

CREW LEADER: DATE: N o i
CREWMEMBER: / C-ze—-1]
LOCATIONS AMEA_| NORTH | SOUTH | EAST | WEST TOTAL

Sute | ensen | A Lot | eor | (760
Y B ‘WL‘\ Gt Q\ (e “ l LJE}

= ¥
W Gadoen &, et b (o b el
. e %

. : Sy -
123 RAAeal pe % g 3 Iy Zle
COMMENTS:

EMERGENCY:
LOCATION NATURE OF TIME FOOTAGE
EMERGENCY | SPENT
Lpamvssd [ Cu\olh‘f"ﬁ) ey / 13200
WATER LOG
LOCATION NUMEBER CALLONS

e g ’DJ:_P{// AT Jl// ey
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